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COMPARISON, ANALYSIS, AND ESTIMATION OF DISCHARGE DATA FROM
TWO ACOUSTIC VELOCITY METERS ON THE CHICAGO SANITARY AND

SHIP CANAL AT ROMEOVILLE, ILLINOIS

by Charles S. Melching and Kevin A. Oberg

ABSTRACT

Acoustic velocity meters (AVM's) were installed on the Chicago Sanitary and
Ship Canal at Romeoville, Ill., to aid in the accounting of water diverted from
Lake Michigan to the Illinois River. This report describes the analyses per-
formed to establish the most accurate estimates of discharge possible at this
time on the Canal at Romeoville for water years 1986 through 1991 (October
1985-September 1991). The first AVM at Romeoville was operational on June 12,
1984. On November 3, 1988, the AVM was shut down because of numerous mainte-
nance problems; on November 17, 1988, it was replaced by an AVM made by another
manufacturer. The AVM's were and are occasionally rendered inoperative because
of power surges, damage by barges, and other causes. During these periods of
AVM inoperation, discharge estimates made by the Metropolitan Water Reclamation
District of Greater Chicago (MWRD) at the Lockport powerhouse, lock, and
controlling works are used to approximate the flow at Romeoville through a
series of estimation equations that are updated and improved as described in
this report.

Naturally caused differences in discharges between the period of operation
of the first and second AVM's are far greater than any differences that may be
attributed to the performance of the two AVM's. The regression equations ’
relating AVM discharge estimates at Romeoville with MWRD discharge gbtimates at
Lockport for the period of operation were comparable. The accuracy of the
simulated data set is nearly the same as the best-fit regression equations.

The vertical velocity-distribution measurements made by the two AVM's are
consistent and are within the range of values expected from open-channel flow
theory. Therefore, no difference in the discharge computed using the two AVM's
can be supported, and no correction factor is needed to adjust one AVM to be
consistent with the other.

Two different forms of equations for estimating discharge at Romeoville on
the basis of MWRD discharge estimates at Lockport were compared. The first form
was from standard multiple-linear regression between AVM discharge estimates at
Romeoville and MWRD estimates of discharge at Lockport through the various out-
let components--turbines, lockage, and leakage; powerhouse slulce gates; and
controlling works. In the second form, the regression relation between MWRD
estimates of turbine, lockage, and leakage (TLL) discharge at Lockport and AVM
discharge estimates at Romeoville derived for days when the sluice gate and (or)
controlling works were not in operation was used to define an error relation for
the TLL discharge regime. This error relation was used to determine corrected



discharges through the sluice gates and (or) controlling works. Regression
equations were derived relating the corrected discharges and the MWRD estimates
of discharge through these outlet components. The equations derived from cor-
rected discharges performed as well as the first form of regression equations in
terms of closeness of fit for the calibration period and estimation quality for
the verification period. The equations derived from corrected discharges esti-
mated the mean, standard deviation, and skewness coefficient of the daily mean
discharges at Romeoville for the verification period within 0.22, 5.15, and 0.66
percent, respectively. The equations derived from the corrected discharges were
used to estimate discharge at Romeoville for days when the AVM was not opera-
tional because of their strong physical basis and excellent verification
results.

The AVM discharge estimates were adjusted for the width and depth errors
that were detected during a 1991 canal survey, and the discharge was estimated
using the equations derived from corrected discharges for the 545 days on which
the AVM was not operational. The final best estimates of discharge have been
entered into the discharge record for the station.

INTRODUCTION

The modified U.S. Supreme Court Decree of December 1, 1980, limits the
diversion of water from Lake Michigan by the State of Illinois and the city of
Chicago to a 40-year average of 3,200 ft*/s with the cumulative algebraic sum of
the average annual diversions minus 3,200 ft*/s during the first 39 years to be
no more than 2,000 ft®/s-years. The U.S. Army Corps of Engineers, Chicago
District (Corps), has been charged with the diversion accounting. As part of
the accounting procedure, the Supreme Court ordered the Corps to convene a
three-member Technical Committee at least every 5 years to review the account-
ing procedure and to ensure that the accounting procedure is "state of the art.”

The acoustic velocity meter (AVM) on the Chicago Sanitary and Ship Canal at
Romeoville, Ill. (fig. 1), is a key part of the Lake Michigan diversion-
accounting procedure. The operation and maintenance of the AVM is the respon-
sibility of the U.S. Geological Survey (USGS) by agreement with the Corps. The
AVM operates on the principle that point-to-point traveltime of an acoustic
signal 1s greater when the signal is traveling upstream than when traveling
downstream. The difference in traveltime is due to the motion of the water
relative to the transducers that receive the acoustic signals. Thus, the AVM
can be used to determine the average velocity across the width of the canal for
a given elevation (path). The instantaneous average velocity and discharge can
be computed by placing transducers at several elevations to represent the wvaria-
tion of velocity with depth. The acoustic signals from the AVM installation at
Romeoville are directed in three paths downstream and in one cross path upstream
(fig. 2).

The first AVM at Romeoville, manufactured by Sarasota Automation,! was
installed during the week of March 18-23, 1984, and became operational on
June 12, 1984. On November 3, 1988, the Sarasota AVM was shut down because of

‘Use of firm and trade names in this report is for ldentification purposes
only and does not constitute endorsement by the U.S. Geological Survey.
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numerous maintenance problems; on November 17, 1988, it was replaced by an AVM
made by ORE, Inc. The installed AVM was and 1s occasionally rendered inopera-
tive by power surges, damage by barges, and other causes. (See appendix 1 for
a summary of periods when the AVM's were inoperative and the causes.) During
these periods, discharge estimates made by the Metropolitan Water Reclamation
District of Greater Chicago (MWRD) at the Lockport powerhouse, lock, and con-
trolling works, 5.1, 5.1, and 2.9 mi, respectively, downstream from the AVM
installation (fig. 1), are used to approximate the flow at Romeoville through
a series of regression equations (U.S. Army Corps of Engineers, 1989). The
original regression equations were derived from flow data from June 12, 1984,
through September 30, 1987, and required updating.

With the convening of the Technical Committee for review of the diversion
accounting for water years 1986-90%, the Corps and USGS have cooperatively
developed the most accurate daily mean discharges possible at this time for the
Chicago Sanitary and Ship Canal at Romeoville for water years 1986-91. This
task included development of a new set of regression equations for the estima-
tion of discharge for periods when the AVM was inoperative. The replacement of
the original Sarasota AVM with the ORE AVM in 1988 complicated the task.

Purpose and Scope

This report describes the methods and results of a study to compare, adjust,
and revise the daily mean discharge data estimated by the two AVM's on the
Chicago Sanitary and Ship Canal at Romeoville during water years 1986-91. The
analyses described in this report presently provide the most accurate daily mean
discharges possible for the Chicago Sanitary and Ship Canal at Romeoville for
the Lake Michigan diversion accounting for water years 1986-91.

Approach

The procedures listed below were followed in the analysis of the AVM
discharge data:

1. The discharges computed by the Sarasota AVM and with the use of the ORE AVM
were compared by statistical methods and vertical velocity distributions
measured by each AVM were compared. Such a comparative analysis ensured
that the performance of each AVM was consistent and that the replacement of
the Sarasota AVM with the ORE AVM did not introduce a significant bias.

2. The USGS computation programs were used to adjust the discharge estimates
for the ORE AVM period of operation using the ORE AVM velocity and stage
measurements and the corrected width and depth. The discharge estimates
for the Sarasota AVM period of operation were adjusted on the basis of a
correction equation applied to the cross—-sectional average velocity. A
channel cross-section survey was made on June 4 and 5, 1991. The survey

The water year is the l2-month period from October 1 through September 30
and is designated by the calendar year in which it ends and which includes 9 of
the 12 months.



revealed that the cross section between the AVM transducers that measure
velocity is 1.55 ft deeper than had been determined from engineering plans
and 2 ft narrower than measured from the Romeoville Road bridge (fig. 2).

3. Equations were developed and verified for estimation of discharges computed
by the AVM at Romeoville on the basis of discharges estimated by MWRD at
Lockport. These equations followed a format similar to the regression
equations by discharge regime developed by the Corps (U.S. Army Corps of
Engineers, 1989).

4. The estimation equations were applied to estimate values of daily mean
discharge for all periods when the AVM was not operational.

Description of Site

The Chicago Sanitary and Ship Canal, hereafter referred to as "the Canal”,
was constructed from 1892 to 1900 to reverse the flow of the Chicago River and
to carry wastewater from Chicago away from water-supply inlets in Lake Michigan
and into the Illinois River Basin. The Canal is 28 mi long, and the last 15 mi
are cut into bedrock. 1In 1910, the 8-mi-long North Shore Channel was constructed
and connected to the Canal to carry wastewater from north shore communities and
additional water from Lake Michigan for dilution of wastewater. The 18-mi-long
Calumet Sag Channel was constructed during 1910-20 to connect the Calumet River
to the Canal and to reverse the flow of the Calumet River and carry wastewater
from areas south of Chicago to the Illinois River Basin. These channels and the
area drained by the Canal are shown in figure 1. The area drained by the Canal
at the Romeoville AVM site is 739 mi?Z.

The AVM at Romeoville is at river mile 296.1, 5.1 mi upstream from the end
of the Canal at the Lockport Lock and Dam (fig. 1). The AVM is in the part of
the Canal carved into bedrock. Initially, the transducers were mounted directly
into small slots chiseled into the Canal wall. However, the transducers were
not adequately protected from damage by barges (see appendix 1). Divers were
then required to service the damaged transducers. Therefore, on November 2,
1990, the three main transducers were relocated into large recesses formed in
the Canal wall during Canal construction. The transducers were installed into
a 6-in. inside-diameter PVC pipe that allowed the transducers to be serviced
without the use of divers. Current locations of the transducers and gage house
at Romeoville are shown in figure 2. Analysis of the velocity measurements and
discharge calculations in water year 1991 showed that the transducer relocation
did not introduce a bias in the discharge record.
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COMPARISON AND ANALYSIS OF DISCHARGE DATA

Because of the frequent failures of various components of the Sarasota AVM
(see appendix 1) and difficulties in getting it serviced, it was replaced by the
ORE AVM. The two systems differ, however, in the way discharge is calculated,
the depths of the transducers, and in the internal operation of the meters.
These differences raise questions regarding the consistency of the values of
dally mean discharge obtained from the two AVM's. The two AVM's were never
operated simultaneocusly. Such operation would be problematic because of inter-
ference between acoustic signals from transducers of two AVM's at nearly the
same depths. Thus, the consistency of discharge estimates made by the two AVM's
can be examined in a generalized statistical manner only.

The discharge calculations that are most directly compatible were used to
perform the comparison. The originally calculated ORE AVM discharges for water
years 1989 and 1990 did not include adjustments for the width and depth errors
detected in 1991; thus, these discharges are considered directly comparable to
the Sarasota AVM discharges. 1In addition, the method used to compute discharge
during these years with the ORE AVM was similar to that used by the Sarasota
AVM. All discharges were adjusted to correct for the errors in width and depth;
however, the adjustment procedure was different for each AVM (as discussed
later). Therefore, comparing Sarasota AVM discharges to the ORE AVM discharges
for water years 1989 and 1990 is the least bilased comparison. The comparison
was done in three ways:

1. The actual discharges for the various discharge regimes were compared
between the periods of operation for the Sarasota AVM (June 12, 1984,
through November 2, 1988) and the ORE AVM (November 18, 1988, through
September 30, 1990).

2. The regression equations with MWRD discharge estimates for the wvarious
discharge regimes (combinations of outlet works) were compared. In
addition, (a) the Sarasota AVM record was estimated with the ORE AVM
regressions and (b) the ORE AVM record was estimated with Fhe Sarasota AVM
regressions. The residuals, defined as the difference between the AVM
discharge and the discharges estimated by the regression relations, for
cases (a) and (b) also were compared.

3. The vertical velocity distributions measured by the two AVM's were compared.

If no significant difference between the discharge estimates derived from
each AVM can be demonstrated, then the adjustment of the Sarasota AVM and the
ORE AVM discharge estimates to account for the width and depth errors can be
discussed. The adjustment for the ORE AVM is straightforward, but the adjust-
ment for the Sarasota AVM is complicated because this AVM internally calculated
the average 15-minute and daily discharges.



Discharge Estimates Made by the Sarasota and
ORE Acoustic Velocity Meters

Table 1 lists the number of days, mean value, variance, standard deviation,
and skewness coefficient for each data series; and Student's t for the t-test
and the F-statistic for each pair (Sarasota AVM and ORE AVM) of data series.
These statistics are given for the following data sets:

1. AVM discharge for all discharge regimes;
2. MWRD discharge for all discharge regimes;
3. AVM discharge minus MWRD discharge for all discharge regimes;

4. AVM discharge for days of turbine, lockage, and leakage (TLL) discharge
only:;

5. MWRD discharge for days of TLL discharge only;
6. AVM discharge minus MWRD discharge for days of TLL discharge only;

7. AVM discharge for days of turbine, lockage, leakage, and sluice gate
(TLL+SG) discharge;

8. MWRD discharge for days of TLL+SG discharge;
9. AVM discharge minus MWRD discharge for days of TLL+SG discharge; and
10. Discharge for Des Plaines River at Riverside.
The discharge-duration curves for discharges measured by the Sarasota AVM and
ORE AVM for all discharge regimes, the TLL discharge, and the TLL+SG discharge,
are shown in figures 3-5, respectively.
In the skewness test of normality (Salas and others, 1980, p. 93) for data
sets of varilous sizes, 1f the absolute value of the skewness coefficient is

greater than the values given below, the hypothesis that the data series is
normally distributed can be rejected at the 2-percent level of significance.

Number of Skewness-coefficient

observations bound
100 0.567

150 .464

500 .255

600 .233

800 .202
1,000 .180



Table 1.--Statistical comparison of 10 data sets for the Sarasota acoustic
velocity meter, June 12, 1984, through November 2, 1988,
and the ORE acoustic velocity meter, November 18, 1988,
through September 30, 1990

[AVM, acoustic velocity meter; MWRD, Metropolitan Water Reclamation District
of Greater Chicago; stat., statistic; ft*/s, cubic feet per second;
ft®/s?, cubic feet per second squared]

Number Standard Skewness Z~ F-
AVM of days Mean Variance deviation coeffi~ stat., stat.,
oneri:j;na] (ft3f31 (f;efszl (ftafSI Qjﬁnt t‘._test E‘L‘EEL’
Data set 1, AVM discharge (all discharge regimes)
Sarasota 952 3,696 2,334,168 1,528 3.332 3.59 1.064
ORE 616 3,415 2,193,893 1,481 2.445
Data set 2, MWRD discharge (all discharge regimes)
Sarasota 952 3,492 5,682,810 2,384 7.071 1.20 1.184
ORE 616 3,338 6,726,640 2,594 5.010

Sarasota 952 204 1,262,207 1,123 -10.547 2.02 1.440
ORE 616 77 1,818,197 1,348 -6.640

Data set 4, AVM discharge (turbine, lockage, and leakage)
Sarasota 792 3,317 729,753 854 .548 5.81 1.226
ORE 497 3,021 894,626 946 1.005

Data set 5, MWRD discharge (turbine, lockage, and leakage)
Sarasota 792 2,981 590,238 768 .404 6.95 1.217
ORE 497 2,663 718,166 847 . 945

Sarasota 138 4,930 1,544,442 1,243 .752 3.20 1.231
ORE 100 4,428 1,255,039 1,120 1.289

Sarasota 138 4,715 1,861,043 1,364 1.117 .40 1.947
ORE 100 4,630 3,623,578 1,904 2.786

Sarasota 138 215 166,820 408 ~-2.798 4.40 6.037
ORE 100 -203 1,007,069 1,004 -3.769

D se Disc e Des P s ve t ersid
Sarasota 1,044 713 859,813 927 4.312 2.34 1.950
ORE 682 617 440,991 664 3.408
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Comparison with the skewness coefficient wvalues in table 1 indicates these data
are not normally distributed. Computation of skewness coefficients for the
logarithms of the flows failed to reduce the skewness to nonrejection levels
for most of the data series. Further, serial correlation between the daily
discharges measured by each AVM is high. Thus, the t-test and F-test are not
strictly valid for these data series. Nevertheless, the test statistics can
still be useful in assessing the magnitude of the differences between the
Sarasota AVM and the ORE AVM data-collection periods.

In comparing data series, if both series contained 121 days of discharge
(that is, had 120 degrees of freedom), the hypothesis that the variances of the
two series are the same could be rejected at the l-percent significance level if
the F-statistic value i1s greater than 1.53. This threshold becomes smaller as
the data sets become larger. Thus, data sets 8, 9, and 10 have significantly
different variances. Further, 1f a data set falls the F-test, the results of
the standard t-test used here are invalid because the standard t-test is based
on the assumption that the two series have the same variance. It should be
noted that an adjusted t-test is available for the case of nonconstant variance;
however, because the main question is whether the data are drawn from the same
population, such a test is not warranted in this analysis.

If Student's t of the standard t-test is greater than 2.358 or 2.326 for
cases of 120 and infinite degrees of freedom, respectively, the hypothesis that
the means of the two series are the same can be rejected at the l-percent signi-
ficance level. The number of degrees of freedom 1s equal to the sum of the
number of days of discharge in the series being compared minus two. Thus, data
sets 1, 4, 5, 6, 7, 9, and 10 have significantly different means.

The only data sets that do not seem to have significantly different statis-
tics for the ORE AVM period relative to the Sarasota AVM period are those for
the MWRD discharge estimates and the difference between AVM and MWRD discharge
estimates for all discharge regimes. This finding could be considered evidence
of an inconsistency in the discharges between the two periods on the part of the
MWRD discharge estimates because the two periods were not significantly differ-
ent, whereas all other discharge data indicate changes between periods; however,
because the individual subsets of the discharge data reflecting the different
components of the discharge released at Lockport indicate significant differ-
ences between the two periods, the overall lack of a significant difference
appears to be an artifact of the data. That 1s, the difference between the
AVM and MWRD discharge estimates increases slightly for the ORE AVM period of
operation compared to the Sarasota AVM period of operation for days of TLL
discharge only, whereas this difference greatly decreases for days when the
sluice gates were in operation. These significant increases and decreases
cancel one another if the overall discharge data series 1s considered.

Preliminary analyses by the Corps indicated that discharges computed by the
ORE AVM generally were less than those computed by the Sarasota AVM. This
concluslon ralsed the question of whether the Sarasota AVM discharge computa-
tions were biased to be higher than those for the ORE AVM. As shown in table 1,
the mean value in all the data series in the ORE AVM period of operation are
lower than those for the Sarasota AVM period of operation. Thus, the period of
ORE AVM operation seems to have been somewhat drier on average than the period
of Sarasota AVM operation. Discharges calculated at a nearby streamflow-gaging
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station, the Des Plaines River at Riverside, show the same trend. The average
difference between AVM and MWRD estimates for TLL flow is 127 ft3/s less in the
ORE AVM pericd than in the Sarasota AVM period, but whether this difference is
because of differences between AVM's or entirely because of natural variation
cannot be determined.

From table 1, it 1s clear that distinct differences in flow between the two
periods are due to natural variation despite the high degree of regulation of
the Canal. This difference 1is confirmed by the comparisons made by use of
discharge data for the Des Plaines River at Riverside, a relatively unregulated
river. The natural variations between periods are much greater in magnitude
than any difference between discharges computed by the two meters. It seems
highly unlikely that statistical methods could be used to prove a difference in
data series because of differences in the meters alone, glven the problems with
serial correlation of daily flows and non-normality of the data.

Regressjion Relations Between Discharge Estimates
at Romeoville and Lockport

As per the recommendations of the Second Technical Committee (Espey and
others, 1987) and the procedures followed by the U.S. Army Corps of Engineers
(1989), regression relations were derived between AVM values and MWRD values of
daily mean discharge for three different discharge regimes. These regression

equations follow.

1. TLL discharge only:
Quwm = @ + a; X Opy, (1)
where Q,, 1is the AVM discharge,
Q.. 1s the MWRD estimate of TLL discharge,
a, 1s the intercept of linear regression line, and
a, 1ls the regression coefficient relating Q,, and Q.. .
2. TLL+SG discharge:

Qumm = @, + @, X Qp; + a, X Qg (2)

where Q.. 1s the MWRD estimate of sluice-gate (SG) discharge, and
a, 1s the regression coefficient relating Q,, and Q.

3. Turbine, lockage, leakage, sluice~gate, and controlling-works (TLL+SG+CW)
discharge:

Qam = @8 + @3 X O + 3, X Qg + @3 X Qcyy (3)

where Q. is the MWRD estimate of the controlling-works (CW) discharge, and
a, 1s the regression coefficient relating Q,, and Qg.

The values of a,, a,, and a, are different for each of equations 1-3.
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To test the consistency of the Sarasota AVM and the ORE AVM discharges,
equations 1-3 were fit to data for the Sarasota AVM and the ORE AVM from water
years 1989 and 1990. The STATIT statistical package (Statware, Inc., 1990) was
used for the regression analysis. Regression coefficients a,-a; and their
standard errors for each of the discharge regimes and time periods (Sarasota
AVM and ORE AVM) are listed in table 2. The closeness of fit between the
regression equation and the data is measured by the coefficient of determina-
tion (R?), standard error of regression (S.,), and standard error as a fraction
of mean discharge (Q,) for the given discharge regime (S./Q,), which are listed
in table 3.

[AVM, acoustic velocity meter; a,, intercept of the multiple linear regression; a,, regression
coefficient between the AVM discharge and the Metropolitan Water Reclamation District of
Greater Chicago (MWRD) estimate of turbine, lockage, and leakage discharge for the given
data set; a,, regression coefficient between the AVM discharge and the MWRD estimate of
sluice-gate discharge for the given data set; a,, regression coefficient between the AVM
discharge and the MWRD estimate of controlling-works discharge; all coefficients are used

to estimate daily mean discharge in cubic feet per second; =--, no value calculated]
Sarasota AVM! ORE AVM?
Discharge Regression Coefficient Standard Coefficilent Standard
Turbine, a, 55.88 21.78 72.33 17.66
lockage, and a, 1.094 .0071 1.107 .0063
leakage
Sluice a, 100.5 96.16 804.1 101.3
gates a, 1.136 .0262 .976 .0319
a, .736 .0190 .411 .0158
Controlling a, 1,332 848.6 4,127 354.2
works a, .9943 .2318 -— --
a, .6647 .0340 .3384 .0373
a, - - .5121 .0703

'Period of operation considered, June 12, 1984, through November 2, 1988.
Period of operation considered, November 18, 1988, through September 30,
1990.

For the equations involving CW discharges, blank values for a coefficient
indicate that the value of the regression coefficient was not significantly
different from zero. 1In this analysis the multiple linear regression is
repeated, but the weakly correlated independent variable is omitted to produce
a closer fit. For the Sarasota AVM period, an a, value of -0.0425 with a
standard error of 0.159 was calculated for the multiple regression including
a,. For the Sarasota AVM period, the CW discharges generally were much less
than the SG discharges for 20 of 22 days when the CW was in operation. For
these 20 days, the CW discharges were, on average, equal to 36 percent of the
SG discharges, with 5 days less than 10 percent. On days when discharges were

15



Table 3.--Closenesg of fit of the regression equation for the various
discharge regimes for the Sarasota acoustic velocity
meter, June 12, 1984, through November 2, 1988, and
the ORE acoustic veloclty meter, November 18, 1988,

through September 30, 1990

[AVM, acoustic velocity meter; R?, coefficient of determination for the
regression equation; S,, standard error of the regression equation;
Oy, mean discharge for the given discharge regime;
ft®/s, cubic feet per second]

AVM Discharge regime R? S. S./Qu
(ft°/s)  (percent)

Sarasota Turbine, lockage, and leakage 0.968 153.0 4.61

ORE Turbine, lockage, and leakage .984 119.4 3.95

Sarasota Turbine, lockage, leakage, and .959 251.7 5.11

sluice gates

ORE Turbine, lockage, leakage, and . 947 258.3 5.83
sluice gates

Sarasota Turbine, lockage, leakage, sluice . 947 928.7 9.69
gates, and controlling works

ORE Turbine, lockage, leakage, sluice .916 768.8 9.14
gates, and contrelling works

lower, the CW discharges were negligible; on the days when discharges were
high, the CW discharges were strongly correlated to the SG discharges. The
combination of the two were much greater than the AVM discharges. Thus, the CW
contributed little to the estimation of AVM discharges. Similar results were
found by the Corps (U.S. Army Corps of Engineers, 1989). For the ORE AVM
period, an a,; value of 0.222 with a standard error of 0.268 was calculated for
the multiple linear regression including a,. The TLL influence on the total
discharge is implicitly included in the regression equation in the intercept,
a,, value of 4,127. The average TLL discharge during days with CW discharge
for the ORE AVM period is 3,159 ft?/s. Subtracting this value from a, yields
968, which is similar to the a, value for the Sarasota AVM period and to the a,
value for days of SG discharge. The average value of TLL discharge is impor-
tant because of an operational difference between the water years. For the
first 10 days of water year 1989 on which the CW was operational, the TLL
discharge ranged from 2,000 to 2,600 ft®/s, whereas on the last day of CW
operation in water year 1989 and during the 8 days of CW operation in water
year 1990, the TLL discharge ranged from 3,500 to 4,500 ft?®/s. Therefore, a
regression equation calculated from the individual values of TLL discharge
produced a poor fit, whereas a regression equation implicitly incorporating the
average value of TLL discharge resulted in a closer fit.

The regression relations for the TLL discharge regime are nearly identical
for the Sarasota AVM and the ORE AVM periods. Practically, the difference in
intercepts is only 16.45 ft®/s, which is only 0.5 percent of the average TLL
discharge for the two periods, and the difference in slope is only 1.2 percent.
Statistically, the difference in coefficient values for each regression
equation is small relative to the standard errors of the coefficient values.
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The difference in the regression equations for the other discharge regimes
is statistically significant; however, this is primarily because of the large
errors in the MWRD estimates of SG and CW discharge, which have been discussed
in detail by the First and Second Technical Committees (Espey and others, 1981;
1987) . An example of the high uncertainty in defining a relation between AVM
discharges at Romeoville and the MWRD discharge estimates at Lockport, when the
sluice gates are operating, is the Corps regression (U.S. Army Corps of Engi-
neers, 1989) of data through September 30, 1987, which produced an a, value of
0.796. Thus, by adding another year of data (an additional 28 data points),
the regression relation changed by more than three standard-error values. As
discussed previously, the difference in the regression equations for days of
CW operation is partly because of the implicit inclusion of the average TLL
discharge in the intercept of the ORE AVM equation. Subtracting this average
value indicates that the intercepts of the equations for the two periods are
similar.

In a further comparison of the regression equations between the two periods,
the ORE AVM regression equations were used to estimate discharges for the
Sarasota AVM period. The Sarasota AVM regression equations, in turn, were used
to estimate discharges for the ORE AVM period. Two sets of computations were
made for each comparison--one for the TLL discharge only and one for all
discharge regimes.

The mean, standard deviation, and skewness coefficient of the residuals
(measured value minus estimated value) for the ORE AVM period, TLL discharge
only, were 55.69 ft/s, 119.7 ft’/s, and -0.0835, respectively. The mean,
standard deviation, and skewness coefficient of the residuals for the Sarasota
AVM period, TLL discharge only, were -55.90 ft’/s, 153.1 ft®/s, and 4.769,
respectively. The hypothesis that the regression equations are equivalent for
practical purposes is further supported by the near equality of the standard
deviations of the residuals and the standard errors of the regression equations
for the appropriate periods. The mean values of the residuals seem to indicate
that the ORE AVM estimates tend to be about 50 ft®/s higher than the Sarasota
AVM estimates. The product of the difference in slopes (a,) and the average
TLL discharge for the entire period (3,202 ft3/s) is 42.3 ft®/s. Thus, the 50-
ft®/s difference is mainly because of the difference in slopes of the linear
regression line. Further, because the slopes are not significantly different,
it can be concluded that differences between the discharge computations made by
the two AVM's cannot be documented.

The mean, standard deviation, and skewness coefficient of the residuals for
the ORE AVM period for all discharge regimes were 165.8 ft®/s, 421.4 ft’/s, and
-5.480, respectively. The mean, standard deviation, and skewness coefficient
of the residuals for the Sarasota AVM period for all discharge regimes were
18.29 ft’/s, 396.6 ft*/s, and 5.358, respectively.

The regression equations derived for the periods of operation of the
Sarasota AVM and the ORE AVM were further compared by considering the absolute
difference between the discharge values estimated by each set of regression
equations divided by the AVM discharge estimate on that day. The absolute
relative difference, ARD, is defined as
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ARD = leAR - QQREl /QAVMI (4)

where Qg 1s the discharge estimated by the regression equations developed for
the period of Sarasota AVM operation and Qg 1s the discharge estimated by the
regression equations developed for the period of ORE AVM operation. For the
period of Sarasota AVM operation, the mean and standard deviation of the ARD are
1.39 and 0.66 percent, respectively, for days of TLL discharge only and 2.71 and
4.23 percent, respectively, for all days. For the period of ORE AVM operation,
the mean and standard deviation of the ARD are 1.35 and 0.68 percent, respec-
tively, for days of TLL discharge only and 2.89 and 4.66 percent, respectively,
for all days. From this comparison, it is clear that the difference between use
of elther set of equations to predict either period is, on average, less than

3 percent. This small difference supports the practical equivalence of the two
sets of regression equations.

On the basis of the practical and statistical consideration of the regres-
sion equations and the testing of the regression equations for each AVM against
the measurements made by the other AVM, no significant differences between the
two AVM's can be detected. Further, from a practical point of view, the differ-
ences 1in the estimates from the two sets of regression equations are less than
5 percent of the total flow, which 1s approximately the accuracy of the AVM
equipment.

Vertical Velocity Di {but i

Path-ratio velocity analyses were done for ORE AVM data (39,528 sets of
four-path velocity measurements made from July 1991 through September 1992) and
for Sarasota AVM data (12,353 sets of four-path velocity measurements made from
March through October 1987). In these analyses, ratios were determined between
the velocity of a given path and the cross-sectional average velocity. Because
of the relocation of the transducers of the AVM equipment at the site between
1988 and 1991, these ratios are not directly comparable. The mean and 1 stan-
dard deviation confidence limits of the ratio of path velocity to cross-
sectional average velocity are shown as a function of transducer elevation in
figure 6. This linear plot shows consistency between the vertical velocity-
distribution measurements made by the Sarasota AVM and the ORE AVM.

The middle path estimates the average velocity of the flow at a given ele-
vation by measuring the traveltime of acoustic signals moving with the flow,
whereas the cross path estimates the average velocity of the flow at a given
elevation by measuring the traveltime of acoustic signals moving 1in opposition
to the flow. The difference between the velocities measured by these two paths
at nearly the same elevation indicates the angularity of the flow. In a pre-
liminary analysis of 576 sets of four-path velocity data from July 1991, which
ylelded nearly identical ratios to those for the entire ORE data set, D.A.
Stedfast (U.S. Geological Survey, written commun., 1991) concluded that the
difference between the middle-path and cross-path velocities was sufficiently
small that it could easily be because of equipment precision errors and (or)
errors in the measurement of the path angles and length. Thus, he concluded
that there is no significant difference between the path velocities. Similar
conclusions can be drawn for the 1988 analysis of Sarasota data.
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Figure 7 shows the results of deleting the cross-path velocity and fitting
a simple equation of the form

1/n

u(y)/d = ay'’", (5)

where u(y) 1is velocity at depth vy,
a is cross-sectional average flow velocity,
a is a constant coefficient, and
n is a constant exponent.

The cross-path velocity was deleted because it includes some effects of flow
angularity, and these effects, although small, could bias the fitting of
equation 5. Equation 5 has a power-law form for the velocity distribution
similar to that first proposed by Prandtl in 1925 for flow in pipes (see Prandtl
and Tietjens, 1934, p. 70-72). Several power-law formulations of various levels
of complexity have been proposed for open-channel flow (Keulegan, 1938; Yen,
1992). Equation 5 is a formulation of the type that Chiu (1991) refers to as
one of the most widely used in open-channel flow. The two curves in figure 7
are in close agreement. The values of n are 6.84 and 8.42 for the Sarasota AVM
and the ORE AVM curves, respectively. These n values are in the general range
reported for open-channel flows.

The agreement in vertical-velocity distributions between the two AVM's is
only relative to the cross-sectional average velocity. No conclusions can be
made regarding the velocity-magnitude measurements made by the two AVM's.

Correctlon of Discharge for Channel-Width and Depth Errors

On the basis of preliminary measurements made by the Rock Island District of
the Corps, the Second Technical Committee (Espey and others, 1987) suggested
that the Canal could be deeper than had been determined from the original design
of the Canal. On June 4 and 5, 1991, the channel cross sections were measured
at three points: (1) the upstream transducers, (2) the downstream transducers,
and (3) a point midway between the transducers. The channel was found to be
somewhat deeper than indicated by the original engineering plans and 2 ft
narrower than had been estimated from measurements at the Romeoville Road bridge
(now closed) just downstream from the gage. The measured bottom elevations
relative to the original gage datum are given 1n table 4 and figure 8. The
average bottom elevations at each location (determined by trapezoidal integra-
tion) and the average bottom elevation for the reach also are given. The aver-
age bottom elevation for the reach was computed by trapezoidal integration of
the upstream, middle, and downstream elevations. From the corrected average
bottom elevation and width, the flow area, A, in square feet, can be computed as

A =162 x (GH + 1.55), (6)

where GH i1s gage height, in feet, above the original gage datum. The flow area
was previously computed as

A = 164 x GH. (7)
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Table 4.--Calculated bottom-elevation data for the Chicago Sanitary and Ship Canal elevations

measured at Romeoville, T1l1., June 4 and 5, 1991

[Station, position of measurement point relative to a fixed point on the bank of the canal;
elevation, elevation of the canal bottom relative to the original gage datum at the given
station; average elevation, average elevation relative to the original gage datum
between the current and previous stations; area, product of the average
elevation and the distance between the current and previous stations;
width, canal width at the given location; ft, feet; £t2, square feet;

--, not applicable]

Point midway between

Upstream transducer transducers Downstream transducer
Average Average Average
Eleva- eleva- Eleva- eleva- Eleva- eleva-
Station tion tion Area Station tion tion Area Station tion tion Area
(ft) (ft) (f8) _(ft? (ft) (ft) (ft)  (ft? (ft) (ft) (fty  (fe?)
6 30 - - 6 30 -- - 6 30 - -
6 1.5 - -— 6 -2.4 -— . [ 3.7 -— -
8 .9 1.2 2.4 10 -1.9 -2.15 -8.6 9 6.6 5.15 15.45
10 .3 .6 1.2 14 -2.2 -2.05 -8.2 11 6.6 6.6 13.2
14 .3 .3 1.2 18 -1.5 -1.85 -7.4 15 3.1 4.85 19.4
18 .5 .4 1.6 22 -1.3 -1.4 -5.6 19 1.4 2.25 9.0
22 .7 .6 2.4 26 -1.6 -1.45 -5.8 23 1.5 1.45 5.8
26 .3 .5 2.0 30 -1.8 -1.7 -6.8 27 .2 .85 3.4
30 -.3 0 0 34 -2.0 -1.9 -7.6 31 5 .35 1.4
34 -1.3 -.8 -3.2 38 -2.4 -2.2 -8.8 35 -.7 -.1 -.4
38 -1.7 -1.5 -6.0 42 -3.0 -2.7 -10.8 39 -.8 -.75 =3.0
42 -1.8 -1.75 -7.0 46 -3.1 -3.05 =-12.2 43 -1.2 -1.0 -4.0
46 -2.0 -1.9 -7.6 50 -1.9 -2.5 -10.0 47 -1.1 -1.15 -4.6
50 -2.0 -2.0 -8.0 54 -3.0 -2.45 -9.8 51 -1.5 -1.3 -5.2
54 -2.0 -2.0 -8.0 58 -3.0 -3.0 -12.0 55 -1.4 -1.45 -=5.8
58 -1.6 -1.8 -7.2 62 -2.7 -2.85 -11.4 59 -1.5 -1.45 -5.8
62 -1.8 -1.7 -6.8 66 -2.9 -2.8 -11.2 63 -1.3 -1.4 -5.6
66 -2.1 -1.95 -7.8 70 -2.7 -2.8 -11.2 67 -1.4 -1.35 -5.4
70 -2.1 -2.1 -8.4 74 -2.8 -2.75 =11.0 71 -1.2 -1.3 -5.2
74 -1.9 -2.0 -8.0 78 -3.0 -2.9 -11.6 75 -1.6 -1.4 -5.6
78 -2.0 -1.95 -7.8 82 -2.8 -2.9 -11.6 79 -1.6 -1.6 -6.4
82 -2.0 -2.0 -8.0 86 -3.0 -2.9 -11.6 83 -1.4 -1.5 -6.0
86 -2.0 -2.0 -8.0 90 -2.6 -2.8 -11.2 87 -1.7 -1.55 =-6.2
90 -1.8 -1.9 -7.6 94 -2.4 -2.5 -10.0 91 -1.8 -1.75 =7.0
94 -1.8 -1.8 -7.2 98 -2.5 -2.45 -9.8 95 -.9 -1.35 =5.4
98 -1.9 -1.85 -7.4 102 -2.4 -2.45 -9.8 99 -1.3 -1.1 -4.4
102 -2.2 -2.05 -8.2 106 -2.1 -2.25 -9.0 103 -1.5 -1.4 -5.6
106 -2.3 -2.25 -9.0 110 -2.2 -2.15 -8.6 107 -1.2 -1.35 =5.4
110 -2.1 -2.2 -8.8 114 -2.1 -2.15 -8.6 111 -1.3 -1.25 =5.0
114 -2.3 -2.2 -8.8 118 -1.8 -1.95 -7.8 115 -1.7 -1.5 -6.0
118 -2.4 -2.35 -9.4 122 -2.0 -1.9 -7.6 119 -1.7 -1.7 -6.8
122 -1.9 -2.15 -8.6 126 -1.9 -1.95 -7.8 123 -1.8 -1.75 =7.0
126 -2.5 -2.2 -8.8 130 -1.8 -1.85 -7.4 127 -1.8 -1.8 -7.2
130 -2.6 -2.55 -10.2 134 -1.7 -1.75 -7.0 131 -1.5 -1.65 =-6.6
134 -2.6 2.6 -10.4 138 -1.6 -1.65 -6.6 135 -1.8 -1.65 -6.6
138 -2.2 -2.4 -9.6 142 -1.7 -1.65 -6.6 139 -1.2 -1.5 -6.0
142 -2.1 -2.15 -8.6 146 -1.4 -1.55 -6.2 143 -1.2 -1.2 -4.8
146 -1.9 -2.0 -8.0 150 -1.2 -1.3 -5.2 147 -.9 -1.05 -4.2
150 -1.7 -1.8 -7.2 154 -.5 -.85 -3.4 151 -.3 -.6 -2.4
154 -1.7 -1.7 -6.8 158 -.9 -.7 -2.8 155 .4 .05 .2
158 -1.9 -1.8 -7.2 162 -1.0 -.95 -3.8 159 1.1 .75 3.0
162 -1.8 -1.85 -7.4 164 -1.1 -1.05 -2.1 163 2.2 1.65 6.6
166 -1.8 -1.8 -7.2 168 -.7 -.9 -3.6 168 4.0 3.1 15.5
168.5 -1.4 -1.6 -4.0 168 30 168 30
168.5 30
Total area = -261.4 ft? Total area = -338.1 ft? Total area = -66.65 ft?
Width = 162.5 ft Width = 162 ft Width = 162 ft
Mean elevation = -1.609 ft Mean elevation = -2.087 ft Mean elevation = -0.411 ft

Average elevation for the three cross sections =

(-1.609 + 2(-2.087)

-0.411)/4 = -1.549
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Two methods were used to compute discharges for the ORE AVM from the stage
and velocities measured by the AVM. For water years 1989 and 1990, discharge
was computed in horizontal slices of the cross section corresponding to each of
the four velocity paths of the AVM (if a path is not functioning, the extent of
the slices 1s adjusted). Discharge was computed by summing each of the horizon-
tal slices. For water year 1991 to present (March 1993), discharge was computed
by use of the index-velocity method (Rantz and others, 1982, p. 429-470). In
this method, the average velocity of all functional paths (the index velocity)
is first computed. The index velocity is then adjusted to the cross-sectional
average velocity by a curve derived from USGS flow measurements. These two
methods were used to recompute the discharges for the ORE AVM by reexecuting the
computer programs developed by the USGS incorporating the gage height and area
corrections indicated in equation 6.

Sarasota AVM discharges were not as easily corrected. The Sarasota AVM
internally calculated the discharge from measured velocities, gage height, and
several correction coefficients. The values of these correction coefficients
represented a meter calibration. The coefficients were set by the manufacturer
and were never provided to the USGS. These calculations were done at short time
intervals, and l15-minute average values of the discharge, velocities for func-
tioning paths, gage height, and daily mean discharge were printed and stored in
a cassette-tape recorder. Data were stored on cassette tapes beginning in
November 1986. Because the details of the internal calculations and the short
time intervals are not known, the following approcach was used to correct the
daily mean discharge.

During water years 1987 and 1988, the daily mean discharges had been ad-
justed to account for a gage-height correction of 0.24 ft. This correction was
determined by computing the difference between simultaneous gage-height read-
ings from the wire-weight gage on the Romeoville Road bridge (fig. 1) and the
AVM stage transducer. Originally, the correction was made by increasing the
daily mean discharges by 1.2 percent; that is, by multiplying the daily mean
discharge by 1.012. 1Instead of this method of adjustment, the gage-height
correction of 0.24 ft was included directly in the area correction. Thus, the
corrected gage height used to recalculate the daily mean discharges for water
years 1987 and 1988 was 1.79 ft.

The Sarasota AVM computed discharge by means of the approach of horizontal
slices of the cross section, as was done with the ORE AVM in water years 1989
and 1990. 1In the horizontal-slice method of discharge computation used with the
ORE AVM, the discharge below the lowest transducer is calculated as

Q =V, B (h/2) + 0.8V, B (h/2), (8)

where V, is the velocity measured at the lowest functioning transducer,
B 1is the canal width, and
h 1is the depth from the lowest functioning transducer to the canal
bottom.

The first term in equation 8 represents the area between the lowest transducer

and halfway to the bottom, and the second term represents the area between the
bottom of the Canal and the lowest functioning transducer. The increase in
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depth detected by the June 1991 survey is thus subject to an average velocity of
0.9 V,. Application of this same procedure to the correction of Sarasota AVM
discharge measurements results in

Quay = Quia + 162 x 1.79 X 0.9 X V, = Q.4 + 261 x V,, (9)

where Q,;, 1s the adjusted discharge in cubic feet per second and
Q.14 1s the original discharge in cubic feet per second.

Further, comparisons of the velocity measured at the lowest transducer with the
corresponding cross-sectional average velocity, V,, of 12,353 measurements when
all four velocity paths were operational show that the velocity measurement made
by the lowest transducer was equal to 0.88V, on average. Thus, the adjusted
discharge for the Sarasota AVM was obtained from

Quay = Quia + 229.7 x V,. (10)

The use of 0.8V, for the lowest depths is proper for the ORE AVM; however,
for the Sarasota AVM, the lowest transducer 1is 5.26 ft lower than that for the
ORE AVM (in water years 1989 and 1990 when the horizontal-slice method was used;
in 1991, the lowest path was lowered to the position shown in figs. 6 and 7).
Thus, a value less than 0.8V, is more appropriate for the Sarasota AVM, but this
value was used internally by the Sarasota AVM and is not known. Further, it
would be more proper to multiply the gage-height correction of 0.24 ft by the
velocity measured at the top transducer. The underestimation of the increase in
discharge because of the gage-height correction probably 1is compensated for by
the overestimation of discharge in the bottom parts of the channel. Although
this calculation 1s somewhat crude, it is likely that the overall error is no
more than 1 percent of the long-term average flow.

The cross-sectional average velocity to be used with equation 10 is then
determined by one of the following methods:

1. For days for which complete 15-minute data were stored on cassette tapes and
could be restored to the computer, the 15-minute average discharge was
divided by the old flow area from equation 7 to determine a 15-minute aver-
age velocity. This 15-minute average velocity was then used in equation 10
to determine the adjusted discharge. These adjusted 15-minute average dis-
charges were then averaged for the day to determine the adjusted daily mean
discharge. The average of the unadjusted 15-minute average discharge did
not equal the unadjusted daily mean discharge because of the differences in
the averaging process; however, the differences usually are less than 1
percent and are unbilased. Therefore, it is unlikely that this error in the
computation of the daily mean discharge will significantly affect the
estimation of long-term average discharges at Romeoville. '

2. Unfortunately, for 128 days in water years 1987 and 1988, the information
stored on cassette tapes could not be recovered, and the printer output had
to be used. Attempts to electronically scan the printer output directly
into a machine-readable form were unsuccessful, primarily because optical
character-recognition software could not reliably interpret the printout.
Therefore, it was decided to calculate a daily mean gage height and then
divide the original daily mean discharge by the unadjusted daily mean area
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from equation 7 to determine the daily mean velocity. This daily mean
velocity was then used in equation 8 to determine the adjusted daily mean
discharge. Results from this approach were compared with the daily mean of
the adjusted 15-minute discharges for a 300-day period of restored data, and
it was found to have a median error (50 percent of errors smaller and 50
percent larger than this value) of 0.26 ft?/s and an average error of 1.92
ft*/s. Therefore, the difference in procedures is unlikely to seriously
affect the estimation of long-term average discharges at Romeoville.

REGRESSION EQUATIONS FOR ESTIMATION OF MISSING DATA

A technique was needed for estimating daily mean discharge for days on
which the AVM was either inoperative or not functioning properly (appendix 1).
The technique devised for estimating missing AVM record is based on a set of
equations that relate AVM-computed discharges at Romeoville to MWRD discharge
estimates at the powerhouse, lock, and controlling works at Lockport. Devel-
opment of this set of equations required answers to two questions: What data
should be used to develop these equations, and what 1is the proper form of these
equations?

Before discussing these questions, the goal of developing statistical-
estimation equations must be defined. As described by Larimore and Mehra
(1985), this goal is

"...to obtain a model of the predictable behavior of the process
but to aveoid incorporating the random characteristics of the
particular data set...Beyond a certain complexity, the model ends
up fitting the noise in the data trying to explain every wiggle
in the data."

Therefore, equations are sought that are effective estimators but not
necessarily the best fit to a given set of data.

Data Used to Develop Equations

As discussed previously, there are no demonstrable, significant differ-
ences in the performance of the Sarasota AVM compared to the ORE AVM; however,
the procedure for adjusting the discharge measurements made by the two AVM's
is different and, in the case of the Sarasota AVM, involves certain assump-
tions. Therefore, the use of separate sets of equations for estimation of
missing AVM record for the period of Sarasota AVM operation (October 1, 1985,
through November 2, 1988) and the period of ORE AVM operation (November 18,
1988, through September 30, 1991) was examined. The advantage of combining
the two data sets is that a broader range of flows at the AVM site at
Romeoville and at Lockport is considered in the complete data set, especially
for days when the sluice gates and (or) controlling works are in operation.
Thus, if all the data are used, the resulting set of equations provides more
robust estimations than if the data sets are kept separate.
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In table 5, regression coefficients and standard errors are listed for a
multiple linear regression of adjusted AVM discharges at Romeoville on the
basis of MWRD discharge estimates at Lockport for the wvarious discharge
regimes. For days when the sluice gates and (or) controlling works are in
operation, the regression-coefficient values and their differences between the
Sarasota AVM period of operation and the ORE AVM period of operation are
similar to those reported for the unadjusted data in table 2 despite the
differences in the periods used to derive the coefficients in tables 2 and 5.

Table 5.--Regression coefficients and standard errors of the multiple linear

[AVM, acoustic velocity meter; a,, intercept of the multiple linear regression; a,, regression
coefficient between the AVM discharge and the Metropolitan Water Reclamation District of
Greater Chicago (MWRD) estimate of turbine, lockage, and leakage discharge for the gilven
data set; a,, regression coefficient between the AVM discharge and the MWRD estimate of
sluice-gate discharge for the given data set; a,, regression coefficient between the AVM

discharge and the MWRD estimate of controlling-works discharge; all coefficients are
used to estimate daily mean discharge, in cubic feet per second; coef., coefficient;
--, no value calculated]

Sarasota AVM! ORE AVM?
Discharge Regression Number Coef. Standard Number Coef. Standard
regime coefficient of days value error of days value error
Turbine, a, 569 -58.52 26.75 777 147.9 18.79
lockage, a, 1.168 .00863 1.104 .00651
and leakage
Sluice a, 92 99.32° 110.1 156 745.9 98.33
gates a, 1.145 .0313 1.023 .0294
a, .8316 .0252 .4486 .0139
Controlling a, 14 2,055 1,530 32 3,426 725.7
works a, .9037 .4460 .4645 .1920
a, .6692 .0521 .3802 .0371
a, - - .3264 .0560

'Period of operation considered October 2, 1986, through November 2, 1988.
’Period of operation considered November 18, 1988, through September 30,
1991.

For days of TLL discharge only, the difference in the slope (a,) and
intercept (a,) of the regression equations between the Sarasota AVM period of
operation and the ORE AVM period of operation is more than 7 standard errors.
This is a significant change relative to the previous comparison of the two
AVM's for which the difference was less than 2 standard errors. Therefore,
statistically, the hypothesis that the adjusted Sarasota AVM and ORE AVM
discharges are from the same population for days of TLL discharges only is
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questlionable. From a practical point of view, however, the regression equa-
tions for one AVM provide a reasonably good estimator of the data for the
other AVM. Estimation of discharges for the ORE AVM period by use of the
Sarasota AVM period regression equations ylelds a mean and standard deviation
of the residuals equal to 29.2 and 157.8 ft®/s, respectively, for days of TLL
discharge only. Estimation of discharges for the Sarasota AVM period by use
of the ORE AVM period regression equations yields a mean and standard devia-
tion of the residuals of -14.1 and 165.1 ft®/s, respectively, for days of TLL
discharge only. The mean values of the residuals are less than 1 percent of
the average AVM-measured discharge for each period. The standard deviations
of the residuals are similar to the standard error of the linear regression
equations for the same period: 165.1 to 157.9 ft®/s for the Sarasota AVM
period and 157.8 to 149.0 ft®/s for the ORE AVM period. The mean and standard
deviation of the ARD for days of TLL discharge only are 1.26 and 1.02 percent,
respectively, for the period of Sarasota AVM operation and 1.75 and 1.50
percent, respectively, for the period of ORE AVM operation.

The consistency of the adjusted discharges for the Sarasota AVM and ORE AVM
periods for days with SG and (or) CW discharges 1s best shown graphically.
This comparison 1s facilitated by the assumption that the linear regression
between AVM discharge measurements and MWRD discharge estimates at Lockport
for days of TLL discharge only define an error relation for the TLL discharge
regime. This error relation is assumed to hold for the TLL outlets even on
days when the slulce gates and (or) controlling works are active. (The valid-
ity of this assumption is discussed in the section on Form of the Estimation
Equations.) Subtraction of the corrected TLL discharges from the AVM dis-
charge estimate yields corrected discharges through the SG and (or) CW. The
corrected SG and (or) SG+CW discharge can then be compared to the MWRD esti-
mates of these discharges. The corrected SG discharge and the MWRD-estimated
SG discharge for days when the CW was not operating are shown in figure 9. The
corrected SG+CW discharge and the MWRD-estimated SG+CW discharge are shown in
figure 10. These figures show similar values and variabilities of corrected SG
discharge compared to MWRD SG discharge and corrected SG+CW discharge and the
MWRD SG+CW discharge for the Sarasota AVM and ORE AVM periods of operation.
The SG data for the ORE AVM period that appear to be significantly different
from the Sarasota period are the six highest MWRD SG dally mean discharge
estimates. For these 6 days, the SG's were discharging at a high rate that in
all other cases were assoclated with days when the CW also was operating.
Therefore, this inconsistency is because of high discharge rates and not
because of changes in AVM measurements relative to MWRD discharge estimates.

Estimation of discharges for the period of Sarasota AVM operation by the
set of regression equations developed for the ORE AVM period of operation and
for the period of ORE AVM operation by the set of regression equations devel-
oped for the Sarasota AVM perilod ylelds the following summary statistics:

_ . Mean (ft/s) Standard deviation (ft?/s)

AVM Measured Estimated =~ Measured = Estimated
Sarasota 3,817 3,768 1,590 1,343
ORE 3, 645 3,718 1,631 1,957
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In each case, the error in the estimated mean 1s 2 percent or less. The mean
and standard deviation of the ARD for all days are 2.22 and 2.96 percent,
respectively, for the period of Sarasota AVM operation and 3.14 and 4.72
percent, respectively, for the period of ORE AVM operation. Considering the
overall accuracy of estimating discharges for one period by use of the
regression equations for the other period and the comparisons of figures 9
and 10, it 1s reasonable to combine the Sarasota AVM and ORE AVM discharge
measurements when developing the equations for estimating the days of missing
record. Further demonstration of the advantages of combining the two data
sets 1s discussed in the section on Verification of Estimation Equations.

sti i s

The Second Technical Committee (Espey and others, 1987) recommended that .
the data be subdivided into groups according to the discharge regime (that is,
combination of outlet works in operation), and then the development of simple
linear-regression equations between AVM and MWRD discharges for each discharge
regime. The Corps (U.S. Army Corps of Engineers, 1989) went one step further
by developing multiple linear-regression equations between AVM discharges and
the discharge through each of the outlet-works components as given by equa-
tions 1-3. As discussed previously, this study followed the Corps' approach.
However, the form of the regression equation for days when the CW was operat-
ing often appeared (tables 2 and 5) to be more of a "best fit of a particular
data set™ than a "model of the predictable behavior of the process," the
latter being the goal of statistical-estimation-model development (Larimore
and Mehra, 1985). This conclusion is evidenced by the large changes in
regression-coefficient values as the discharge regime changes from sluice
gates to controlling works.

A more physically based model (William Kirby, U.S. Geological Survey,
Office of Surface Water, written commun., 1992), which might be a better esti-
mator of "the predictable behavior of the process,"™ also was developed and
tested. 1In this physically based model, the linear-regression equation devel-
oped between AVM-measured discharges and MWRD discharge estimates for days
when only TLL discharge occurs is assumed to define an error relation for the
TLL discharge regime. This error relation 1s assumed to hold for the TLL out-
lets even on days when the sluice gates and (or) controlling works are active.
Subtraction of the corrected TLL discharges from the AVM discharge estimates
ylelds corrected discharges through the SG and (or) CW. Linear regression or
multiple linear regression is then performed between the corrected discharge
values and the MWRD estimates of the discharges through the outlet components.

The discharge through the turbines is not the same for days when the other
outlet works are in operation as for days of only the turbines and lock
operation. The headwater elevation is lower and the tailwater elevation is
probably higher for the turbines on days when the other ocutlet works are in
operation. On days with high flows, the headwater elevation can decrease as
much as 5 ft, greatly changing the efficiency of the turbines and the error in
the estimate of turbine discharge. The results of the multiple linear regres-
sion on days when the sluice gates, but not the controlling works, are in
operation indicate that the error of holding the coefficient between TLL
discharge and AVM discharge constant is not statistically significant. Thus,
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the hydraulic error of assuming the relation between MWRD and AVM discharge
estimates of TLL discharge constant for all discharge regimes is probably
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